
2-PRIS 10 (2/9)

1-PRIS 10 (2/9)
exist. TS (210/ts/247)

EH8 var.Bdem. 1x TR 160 kVA

montaz 1x TR 250 250 kVA

dem. 3x VN IEC 282-1 24 kV 16 A

montaz 3x IEC 282-1 24 kV 20 A

exist. hl. deon NS1000H

dem. 3x MTP 300/5
montaz 3x MTP 400/5

exist. PB

exist. PB

exist. PB

S

(N)AYY-J 4x240 - dl. 222 m

opt. chranicka HDPE 40/32 - dl. 222 m

18163 - Sucany - Kalinciakova - Rozsirenie NNK II. etapa

SO 01 - NN podzemne vedenie
PS 01  - Trafostanice murovane
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OBSAH VYKRESU
Situacia

CISLO VYKRESU
2

DSP

eub
energia usporne a bezpecne

, s.r.o.EXIST. PODZEMNE NN VEDENIE
EXIST. NADZEMNE VN VEDENIE
EXIST. PODZEMNE VN VEDENIE
NOVE PODZEMNE NN VEDENIE
OCHRANNE PASMO NNK
CESTA - BETONOVE KOCKY
PLOT
EXIST. STLP BETONOVY VN
EXIST. USEKOVY ODPOJOVAC
EXIST. STLP BETONOVY NN
NOVA SKRINA PRIS
NOVE UZEMNENIE
EXIST. TRAFOSTANICA KIOSKOVA

LEGENDA:

Napatova sustava: 22 kV, 50 Hz - IT
Ochrana pred dotykom zivych casti STN EN 61936-1:2011-08
- ochrana krytom
- ochrana zabranou
- ochrana umiestnenim mimo dosahu

Ochrana pred dotykom nezivych casti STN EN 61936-1:2011-08
Ochrana uzemnenim STN EN 505221:2023-03

Napatova sustava: 3+PEN, 230/400, 50 Hz - TN-C
STN 33 2000-4-41:2019-03
Ochrana pred urazom elektrickym prudom:
V normalnej prevadzke - izolovanim zivych casti, krytmi, umiestnenim mimo dosahu
Pri poruche - samocinnym odpojenim napajania

Namrazova oblast: N1
Vonkajsie vplyvy - AB4, AC1, AG1,  AH2, AK1, AL1, AM1, AQ2, BB2, BC1
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